W"LB.CI’OIX Table 4.2: Sample Location and Result Summary Lg&”z;ﬁﬁ;jﬁ;i
Davis
Floor Locatl_on/ Sample Number Layer Date Moist. | Bore Size Comments
Opening Ale|c|o|Ee|F|ns|rr
Floor 11
11 001 c c/c|c c|c|cC 11/19/08 | Normal 2'x3' S External Shaft - at Elevator 7 outside hallway wall
11 002 cC Cc c|C|C C 11/19/08 | Normal | 2'x2' to 1'x4" | S External Shaft - at Elevator 7 Interior N wall
11 003 11003 A1 v|iCc | C C 11/19/08 | Normal 4" S External Shaft - at Elevator 7 Interior E wall
11 004 11004 E2 c c/ c|v]v]v v 11/19/08 | Normal | 2'x3'to 4" |S Hallway - center shaft at Elevator 6
11 005 c c/c|c c|c|cC 11/19/08 | Normal | 2'x3'to 4" |S Hallway - center shaft at Elevator 3
11 006 c| C 11/19/08 | Normal 1'x3' Men's restroom; N cabinet N wall cavity
11 007 11007 C3 cC CclVvV 11/19/08 | Normal 4" Men's restroom; N cabinet E wall
11 008 cC Cc|C 11/19/08 | Normal 4" Women's restroom N cabinet W wall
11 009 cC Cc|C 11/19/08 | Normal 1'x4' Women's restroom N cabinet N wall
11 010 c c/c|c c|c|cC 11/19/08 | Normal 4" W Hallway duct shaft at stairwell
11 011 c c/ c|c c|jc|cC 11/20/08 | Normal | 2'x2'to 4" |E Hallway duct shaft at stairwell
11 012 11012 F5 c c/ c|c v]v]cC 11/20/08 | Normal 2'x3' N external shaft at Elevator 9 - outside hallway wall
11 013 11013 C7 V Cc|lV]C c| C 11/20/08 | Normal 4" N external shaft at Elevator 9 - inside E wall
11 014 11014 E6 v CcC|C Cc|]Cc|]cC C 11/20/08 | Normal | 2'x3'to 4" |N external shaft at Elevator 9 - inside S wall
11 015 11015 B4 ViVv]Vv 11/20/08 | Normal 4" N external shaft at Elevator 9 - inside W wall
11 016 11016 E8 c c c|jcjv]jc|v 11/20/08 | Normal | 2'x3'to 4" |N Hallway - center shaft at Elevator 4
11 017 11017 10 & E9 c c/ c|jcjvi]c]s 11/20/08 | Normal | 2'x3'to 4" |N Hallway - center shaft at Elevator 5
11 018 11018 B13, C11, E12 cjvijvi]cjvi]v | c 11/20/08 | Normal | 2'x2'to 4" |Janitor Room W wall - shaft at Elevator 2
11 019 11-019 B14, 015 cjvijc|c|c S 11/20/08 | Normal | 2'x2'to 4" |Storage A, N wall shaft at women's restroom
11 020 CcC |V 11/20/08 | Normal hatch Storage A, E wall access hatch interior surfaces (B)
Key
C Visibly clear or no stains
S Visible stains (water) or suspect mold
V Visible mold growth (VMG)

Sample collected
Lab reported mold growth for collected sample
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Davis
Floor Locatl_on/ Sample Number Layer Date Moist. | Bore Size Comments
Opening Ale|c|o|Ee|F|ns|rr
Floor 11 Supplementary Containments
11 01 01A1, 01A2, 01A3, 01B4 S|C C C | 1/12/09 Normal ~2'x2' water stain on GWB outlining fireproofing side A
11 02 02A5, 02B6 S|C C C | 1/12/09 Normal ~2'x2' water stain on GWB outlining fireproofing side A
11 '03 03A10, 0319, 03F53 S|S S | S| 1/12/09 | Normal ~2'x2' water stain on GWB outlining fireproofing side A
11 04 04A13, 04F57 S|S S| S| 1/12/09 | Normal ~2'x2' water stain on GWB outlining fireproofing side A
11 05 05A7, 05W8 S|S C | 1/12/09 | Normal ~2'x2' column-water stain GWB above deck@perimeter E&W
11 06 06W12, 06F17, 06W11 S|S S | 1/12/09 | Normal ~2'x2' column-water stain GWB at floor perimeter E & W
11 07 07A14, 07F56 S|C C | C | 1/13/09 Normal ~2'x2' water stain on GWB outlining FP side A
11 08 c C C | C | 1/23/09  Normal ~2'x2'
11 09 S C C C | 1/13/09 Normal ~2'x2' water stain on GWB outlining FP side A
11 10 10B16 C|]S S | 1/13/09 | Normal ~2'x2' column top water stain on perimeter wall inside column
11 11 11A15 S|C S | 1/13/09 | Normal ~2'x2' column bottom-drip stains on side A surface
11 12 CcC S S C | 1/13/09 | Normal ~2'x2' above deck-rust on metal and stains on GWB
11 13 13A18,13119,13A20,13F21,13F58 | S | S S | S| 1/13/09 | Normal ~2'x2' stains on deck at tape and FP
11 14 14122 S| S S | C | 1/13/09 | Normal ~2'x2' stains on deck at tape, fiberglass & GWB stained
11 15 15F54, 15F55 S | S S | S | 1/13/09 | Normal ~2'x2' stains on deck at tape and FP
11 16 16124 s CcC s |C S| S | 1/13/09 | Normal ~2'x2' patch on deck, stains on deck at tape and outlining FP
11 17 17B23 S|sS S S | 1/13/09 | Normal ~2'x2' stains on deck, FP stained below deck surface
11 18 18B25, 18A27 S|S S | S | 1/14/09 | Normal ~2'x2' stains on deck at tape and FP
11 19 19A28, 19F59, 19F60 S|S S | S| 1/14/09 | Normal ~2'x2' stains on deck at tape, FP and pipe insulation
11 20 20A29 S|S S | S | 1/14/09 | Normal ~2'x2' stains on deck and FP(photo side B appears damp)
11 21 21126 c| C S 1/14/09 | Normal ~2'x2' stains on deck at tape and FP
11 22 c| C S | C | 1/14/09 | Normal ~2'x2' stains on deck at tape and outlining FP
11 23 S | S S 1/14/09 | Normal ~2'x2' stains on deck at tape and outlining FP
11 24 24A33, 24B31, 24B32 S|S S S | 1/24/09 7.2 ~2'x2' GWB 20.0 at damp spot, insulation wet
11 25 S S S S | 1/14/09 | Normal ~2'x2' stained deck, insulation and FP
11 26 26A34, 26B35, 26F30,26F51 | S| S S| S| 1/14/09 | 17.2 ~2'x2' FP wet, water present on hanger wire
11 27 27A36, 27B37,27139,27F38 | C | C C | C | 1/14/09 Normal ~2'x2' control area no visible issues (insulation edges faded)
11 28 28B40, 28B41 cl|s S | 1/15/09 | Normal ~2'x2' column base, GWB debris inside, stains B north,
11 29 cC Cc Cc|C C C | 1/15/09 @ Normal ~2'x2' at patch; typical faded fiberglass insulation at edges
11 30 c c c|cC C  C | 1/15/09 Normal ~2'x2' at patch; typical faded fiberglass insulation at edges
11 31 31B44, 31B45, 31F42,31F43 | C | S S | 1/15/09 | Normal ~2'x2' column base, FP stained at base north and west,
11 32 32B46 S|S C S | 1/15/09 @ Normal ~2'x2' stains on deck at tape and outlining FP
11 33 S| S C S | 1/15/09 @ Normal ~2'x2' stain deck at tape and FP, stain pipe insulation
11 34 34B48, 34147, 34F49, 34F50 S|v]s Vv S| S| 1/15/09 | Normal ~2'x2' VMG on GWB deck + patch at drain pipe, stain on FP and pipe ins.
Key

C Visibly clear or no stains

S Visible stains (water) or suspect mold

V Visible mold growth (VMG)

Sample collected
Lab reported mold growth for collected sample
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Davis
Floor Locatl_on/ Sample Number Layer Date Moist. | Bore Size Comments
Opening Ale|c|o|Ee|F|ns|rr

Floor 22
22 001 LCD22001B cjv]jv,| v |C S 10/10/08 | Normal | 2'x3' to 4"x4"|Men's restroom; adjacent to N side water fountain
22 002 LCD22002A vjc| c Cc C C 10/10/08 | Normal 1D Men's restroom; opposite elevator W wall
22 003 c c c|cCc|cC C 10/10/08 | Normal 10 Men's restroom; opposite elevator W wall
22 004 c c c|c|cC C 10/10/08 | Normal 10 Men's restroom; opposite elevator W wall
22 005 c c c|cCc|cC 10/10/08 | Normal 1D Men's restroom; opposite elevator W wall
22 006 LCD22006B cjpcyjc|c 10/10/08 | Normal 10 Men's restroom; opposite elevator W wall
22 007 LCD22007D c c cj|c 10/10/08 | Normal 1D Men's restroom; opposite elevator W wall
22 008 LCD22008B cjcjc | c|c C 10/10/08 | Normal | 2'x3' to 4"x4" |Men's restroom; S wall
22 009 c| C 10/10/08 | Normal 10 N elevator lobby/hallway
22 010 c| C 10/10/08 | Normal 10 N elevator lobby/hallway
22 011 c c/ c|cC 10/10/08 | Normal 10 N elevator lobby/hallway
22 012 C 10/10/08 | Normal 10 NW water fountain alcove
22 013 vV C cCc|C| C Cc 10/10/08 | Normal 2'x3' N external shaft - S wall
22 014 c c/c|jc cjv|cC 10/10/08 | Normal 10 N external shaft - inside of hallway side of wall
22 015 v Cc|Cc Cc C C 10/10/08 | Normal 1D N external shaft - S wall
22 016 LCD22016D c c/ cjcjpv/v|s 10/10/08 | Normal 1D S external shaft - outside hallway wall
22 017 LCD22017E v Cc|Cc Cc]CcC 10/10/08 | Normal 1D S external shaft - W wall
22 018 c c c|c|vVv C 10/10/08 | Normal 1D S external shaft - S wall
22 019 LCD22019E c, c/c| Vv]Vv Cc 10/10/08 | Normal 2'x3' S external shaft - S wall
22 020 c| C 10/10/08 | Normal 10 Mail Room - W wall opposite elevator E wall
22 021 c| C 10/10/08 | Normal 10 Mail Room - W wall opposite elevator E wall
22 022 c| C 10/10/08 | Normal 10 S elevator lobby/hallway
22 023 c| C 10/10/08 | Normal 10 S elevator lobby/hallway
22 024 c| C 10/10/08 | Normal 10 S elevator lobby/hallway
22 025 c| C 10/10/08 | Normal 10 Storeroom 22A - single layer fiberglass board
22 026 c| C 10/10/08 | Normal 10 Storeroom 22A - single layer fiberglass board
22 027 c c/ c|cC 10/10/08 | Normal 10 E hallway
22 028 c,c|c|cC 10/10/08 | Normal 1'9 E hallway
22 029 LCD22029B cjpvijc|c 10/10/08 | Normal 10 E hallway (stain was not mold)
22 030 c|c|c|cC 10/14/08 | Normal 1'9 W hallway
22 031 LCD22031D c/ c|c]|c 10/14/08 | Normal 1'9 W hallway
22 032 LCD22032A c)]cC 10/14/08 | Normal 10 NE Water Fountain Alcove

Key

C Visibly clear or no stains

S Visible stains (water) or suspect mold

V Visible mold growth (VMG)

Sample collected
Lab reported mold growth for collected sample
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Davis
Floor Locatl_on/ Sample Number Layer Date Moist. | Bore Size Comments
Opening Ale|c|o|Ee|F|ns|rr
Floor 23
23 001 23-001, 23-001T c c c|cCc|cC S 11/4/08 | Normal 2'x3' S external elevator shaft - outside hallway wall
23 002 c c c|c|cC S 11/4/08 | Normal | 3'x3', 1'x2' 'W hallway - stains on metal framing, fiberglass and inside shaft N wall
23 003 23-003-X c c c|cCc|cC C 11/4/08 | Normal 4'x4’ W hallway - insulation w/ vertical WS, also on wall
23 003 23-003-Y c c c|c|cC S 11/4/08 | Normal 4'x4' W hallway - insulation w/ dark stain
23 004 cC Cc|C S 11/4/08 | Normal 4"x4" Men's restroom N cabinet; E wall, rust on metal base plate
23 005 C 11/4/08 | Normal NA Men's restroom S cabinet; oppos. Elev.7/8 W, no core
23 006 23-006 cC Cc|C S 11/4/08 | Normal =~ 1'x3'to 4" 'Men's restroom N cavity; N wall - stain insul., S wall WS at base
23 007 c c|c|Cc c|cC 11/4/08 | Normal = 2'x3'to 4" |S elevator lobby/hallway, shaft w/ debris + damaged FP debris
23 008 c c c|c|cC C 11/4/08 | Normal =~ 3'x3'to 4" N elevator lobby/hallway shaft w/ debris and water stained walls
23 009 23-009 cC c/ c|Cc c|cCc]|C 11/5/08 | Normal 2'x3' N external shaft - outside hallway wall
23 010 23-010A, 10C, 10D vivi]iv]v]c Cc 11/5/08 | Normal 2'x2' N external shaft - inside shaft S wall
23 011 Cc 11/5/08 | Normal NA Women's restroom S cabinet, no core
23 012 c C 11/5/08 | Normal 1'x2' Women's restroom N cabinet; W wall
23 013 cC c c|cCc|C C 11/5/08 | Normal 4" Women's restroom N cabinet; N cavity inside N wall
23 014 c c/c|jc c|jc|cC 11/5/08 | Normal 2'x3' SE-storage 23A E wall - cavity; adjacent stairwell
23 015 23-015-E, 015-F c c c|jcjvi]cj]c 11/5/08 | Normal =~ 2'x3'to 4" |SE-Storage 23A N wall-shaft; ad]. to restroom, water stains on int. walls
23 016 23-016-F cC c c|c|cCc]|s 11/5/08 | Normal 4" E Hallway, duct shaft at stairwell + int. walls w/ water stains, smelly
Key
C Visibly clear or no stains
S Visible stains (water) or suspect mold
V Visible mold growth (VMG)

Sample collected
Lab reported mold growth for collected sample
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Davis
Floor Locatl_on/ Sample Number Layer Date Moist. | Bore Size Comments
Opening Ale|c|o|Ee|F|ns|rr
Floor 24
24 001 cC c c|cCc|C C 11/11/08 | Normal 2'x3' S External Shaft - outside hallway wall at elevator 7
24 002 c,c/ c|c|cC Cc 11/11/08 | Normal 2'x2' S External Shaft - interior N wall at elevator 7
24 003 24003A1 v|iCc | C 11/11/08 | Normal 4" S External Shaft - interior E wall (surface sample)
24 004 24004 E2 c c c|c|lv S 11/11/08 | Normal 2'x2' S Hallway - Stairs, layer E w/ water stains and pot. VMG
24 005 cC Cc Cc|cC C 11/11/08 | Normal 2'x2' S Hallway - Stairs - outside hallway wall, water stains on int. wall
24 006 24006 E3 c c c|c|lvVv S 11/11/08 | Normal 2'x2' N hallway duct at elevator shaft 5, very light stain at framing Layer E
24 007 24007 E4 cC c c|cCc]|cC C 11/11/08 | Normal 1'x3' E hallway in room 2403 - shaft at stairs, water stains at Layer E
24 008 c,c/,cjc|c C 11/12/08 | Normal 4" Men's restroom; N cabinet E wall
24 009 cC| C 11/12/08 | Normal 1'x2' Men's restroom; N cabinet N cavity
24 010 c C 11/12/08 | Normal NA Men's restroom; S cabinet - no core
24 011 24011D5 C Cc Cc|C]C C 11/12/08 | Normal 2'x3' N hallway shaft at elevator 9, hallway wall
24 012 24012D6, A7, East8 vljc| cCc|]C]C S 11/12/08 | Normal 1'x2' N hallway shaft at elevator 9, inside S wall
24 013 24013F9 c c/ c|c c|v]c 11/12/08| 0.7 2'x3' W hallway in room 2425 - shaft at stairs, interior surface sample
24 014 C C 11/12/08 | Normal 4" Women's restroom N cabinet W wall
24 015 24015EastA010 vjc|C C 11/12/08 | Normal | 4"x4" to 1"@ Women's restroom N cabinet N & E wall cavity, mold on int. E wall
24 016 c, c c c|Vv V| s 11/12/08 | Normal NA Women's restroom S cabinet
24 017 c c/ c|jc c|c|s 11/12/08 | Normal 2'x2' S hallway - duct at elevator 6
Key

C Visibly clear or no stains

S Visible stains (water) or suspect mold

V Visible mold growth (VMG)

Sample collected
Lab reported mold growth for collected sample
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